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EXISTING FACILITIES 

PUBLIC SAFETY COMPLEX - 7029 Telecom Dr., Milan, TN 

APPROACH & ENTERANCE 

PARKING 
Van accessible parking spots are present with an access aisle. But the access aisle 
does not adjoin an accessible route. It leads to the curb. 

Also, note the fading of paint on pavement. The signs do not label the spots as "van 
accessible" . 

ENTRANCE 
The doors at the main entrance close quicker than the required 5 seconds. 

Also, the door handles can be used to pull the door without pinching or tight 
grasping; a loop handle would be easier. 

TOILET ROOMS 
*All non-compliances are the same for the men and women's restrooms with the 
exception of the lack of maneuverability and lock on the door stall. 
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ENTRANCE 
The route to the women's restroom is not easily accessible due to a filing cabinet 
placed on the wall opposite of the door not allowing for very much maneuvering. 
Also, note that the doors leading into the restrooms close quicker than the required 
5 seconds. 

SOAP DISPENSERS & HAND DRYERS 
The paper towel dispenser is located over the trashcan, which is an obstruction. 

Also, note that the d ~.:::~~~~ 

STALLS 
There is not at least 12 inches of clearance between the grab bar and protruding 
objects above. 

Also, note that the toilet paper dispenser placement does not fall into the 
parameters of no less than 7 inches and no greater than 9 inches from the front of 
the toilet. 



Door handles that are easily operable are not located on both sides of stall doors. 

Also, the lock needs realignment in order to lock fully. 
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COURTROOM 

ENTRANCE 
The door entering the courtroom is heavy and closes quicker than the required 5 
seconds. 
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CONTROLS 
There is not clear floor space for a forward or parallel approach to the light switch. 
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SEATING: ASSEMBLY AREAS 
It did not seem that there were an adequate number of wheel chair spaces provided 
(at least not clearly marked) and they were not dis ersed to allow location choices. 
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FIRE DEPARTMENT 

ACCESS TO GOODS & SERVICES 

INTERIOR ACCESS ROUTES 
While the trophy case does seem to be within the parameters it does protrude into 
1 e hall close to a ossible making it harder to maneuver. 
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SIGNS 
There is a lack of signage for the majority of doorways located in the Fire 
Department. 

INTERIOR DOORS 
Multiple doors with closers close quicker than the required 5 seconds. Below is an 
exam 

M e doors had locks that are not easily used without pinching. 
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BENCHES 
The bench located near the restrooms does not meet the proper measurements and 
does not have around it. 



TOILET ROOMS 
*Both restrooms have similar non-compliances. 

SIGNS 
There are no signs present indicating the location of the restrooms. 

Also, take note that the lock on door is not easily useable without pinching. And the 
coat hook is not within the 15 to 48 inches off the floor. 

C ADDITIONAL ACCESS 

DRINKING FOUNTAINS 

The drinking fountain at the bathrooms protrudes more than 4 inches into the 

POLICE DEPARTMENT 

L 
ACCESS TO GOODS & SERVICES 

INTERIOR ACCESS ROUTES 
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Filing cabinets line the hallway leading away from the cells, limiting 

SIGNS 
While there are signs present (multiple doorways have none), some are located on 
the push side of doors instead of the latch sidewall (they are permitted on the push 
side of doors with clos 

INTERIOR DOORS 
Multiple doors close quicker than the required 5 seconds. 

Also, note that the locks are similar to those in the Fire Dept. 

TOILET ROOMS 
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SIGNS 
While the doors do have labels, there are no signs meeting the requirements for the 
men and women's restrooms. The final photo is a single-stall restroom for inmates. 

uired 5 seconds. Also, note that the doors close quicker than the 
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SOAP DISPENCERS & HAND DRYERS 
The dispenser is not easily operable with one hand or without force in the men's 
and women's and inmate restrooms. 
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STALLS 
There is less than 12 inches of clearance between the grab bar and any protruding 
objects above in the men and women's restroom. 

Also, note the locker and trash can limiting maneuverability in the women's 
restroom. 

The maneuvering clearance is limited by a chair in the stall of the men's restroom . 

. . . 

The handle on the door is operable with fingers but not necessarily a hand. 
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ADDITIONAL ACCESS 

DRINKING FOUNTAINS 
The drinking fountain near the bathrooms does not provide adequate clearance 
underneath due to the disrepair. 


