EXISTING FACILITIES
MILAN MUNICIPAL BUILDING - 1075 E Van Hook st, Milan, TN
LIBRARY
APPROACH & ENTRANCE
PARKING

Accessible parking spots are present but none are labeled "van accessible" and
none have marked off access aisles.

EXTERIOR ACCESSIBLE ROUTE

Note loose rock where ram meets the pavement.

ENTRANCE

Inaccessible entrances do not have directional signs to the nearest accessible
entrance.

ACCESS TO GOODS & SERVICES
SIGNS
Signs were not present for mUltiple rooms. The signs that were present did have
contrast but the letters weren't raised and braille was not
t.
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INTERIOR DOORS
The doorway into the genealogy room does not provide the amount of clearance

Doorknobs throughout the library were not easily usable without tight gripping.

CONTROLS
Light switches throughout the library did have clear space for a forward or parallel
Below are some examples.
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SERVICE COUNTER
There is not an accessible portion of the counter that is no higher than 3 feet and at
least 3 feet long.
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TOILET ROOMS
*Men's photos on the left and women's on the right
SIGNS
While bathroom signs are permitted on the push side of doors with closers, it is not
ideal.
note no braille on the s
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ENTRANCE
There is not the recommended moving clearance with the
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LAVATORIES
The pipes below the lavatory are not insulated to prevent contact.

STALLS
The compartments are not at least 60 inches wide.

There are no grab bars located on the rear walls.

c
The hardware on the stall doors are not easily operable without tight gripping or
twisting the wrist.
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ADDITIONAL ACCESS
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DRINKING FOUNTAINS
There is not enough clearance for a parallel or forward approach.

FIRE ALARM SYSTEM
The library is equipped with smoke detectors that emit sound but no

SENIOR CITIZENS CENTER
APPROACH & ENTRANCE
PARKING
While there are an adequate number of accessible spots, none of them are labeled
"van accessible" and no marked aisles are
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ACCESS TO GOODS & SERVICES
SIGNS
Several doorways lack signs that indicate use.

Ie doors lack hardware that is easily used without gripping or twisting.
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TOILET ROOMS

*Men's photos on the left and women's on the right
SIGNS
The signs are placed on the door versus on the latch side on the wall. This is
permitted for the women's but not for the men's due to it being a pull open
restroom.
Also, note no braille.
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LAVATORIES
The mirrors are higher than the permitted 40 inches above the floor.

The

below the sinks are not insulated or covered to

HAND DRYERS

The di~pensers in both restrooms require tight grasping or .,. .. ,."....
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STALLS
The stalls do not provide the proper amount of clearance.

There is no bar along the rear wall, and not adequate clearance above the bars with
the toilet paper dispensers.

c
There is not enough depth for pulling the door ,?p_e_n_. _ _ _-,

The locks on the stalls doors are not easily operable without gripping or twisting.
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ADDITIONAL ACCESS
DRINKING FOUNTAINS
There is not adequate clearance under the fountain for a forward approach.

c
d with smoke detectors that emit sound but no light.

